OHA - Drinking Water Services — Turbidity Monitoring Report Form
Cartridge or Bag Filtration

System Name:ONﬁlg /é’ll)c’—‘ﬁ GDeE "/Zb//(mr ID #41.:9W2‘?WTP':

y')
Month/Year: y.—c)&é

pay | PSIBefore | g acer Fiter S PSIDWhento | DAl Turbidily Highest Reaginaof
Filter Sl After Filte | Change Filter [NTU]g th&?i% . 1‘}
YA 60 2 20 019 o178 |»
2 &2 L2 s 20 019 ol 5z |2
3 iz LD 2 20 L0149 D17 Sz s
4 £2 6 2 2.0 019 019 83 I8
5 bl 64 2. Z. 019 D19 3
6 L2 Lo 2 20 019 0197 °
7 52~ &LO 2. 2.0 019 L 01
8 Ce 62 2 2D ,015 019
9 b 60 Z 2.0 019 .09
10 £z 6O 7 20 017 01
1 &z L0 2. 2.0 OIT 07
12 P L0 2 o) ,019 019
13 bt~ LC = 2.0 0219 ,01/
14 43 O 2 ) '+ 0/9 019
15 bl L0 r 2.0 L01Y 019
16 &~ (O ya 2.0 0194 Vi
17 82 LD - 2.0 019 019
18 L7 60 Z 2.0 L0 0L
19 L2 60 z_ 20 019 019
20 &2 (O 2. 2.0 ,019 20L9
21 £z (O 2 2.0 019 Oil
22 Lo 60 2 20 019 019
>3 o 6O " 20 Ol 019
24 £i £0 2. 20 0i7 .01/
25 62 6O 4 2.0 019 009
26 L2 &0 -2 2.0 O i
27 i (42 2. 2.0 Ci 019
28 &2 50 2 2.0 L0119 L0t
29 2l 60 2 2.0 09 .01
30 £ 753 Z- Z2 017 ol
31 Gi- & 2 ZD .07 Ol7

Cartridge Filtration

Monthly Summary (Answer Yes or No)

95% of daily turbidity readings < 1 NTU?
All daily turbidity readings <5 NTU?

" Ye

CT's met everyday? (see

o

All Clz residual point 2 0.2 mg/I?
Yes Ao

@o
es/No
Notes: PSIl = pounds per square inch

PSID = pounds per square inch difference
(before filter — after filter)
PSID When to Change Filter = Manufacturer's

recommendation; may need to look in manual for

manufacturer’s specifications when to change
the filter, at what PSID.

PRINTED NAME: 5751,15' ﬁ//}}NéTL

L/

SIGNATURE%_/

DATE:

A

PHONE # (§5¢/ [ ) £79-3606"

CERT #: A/A

T Including continuous turbidity data, if applicable, for optimization recording purposes. Compliance vaIues in "Daily Turbidity
Reading” Column may not correspond to continuous readings’ maximum.
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OHA - Drinking Water Program — Surface Water Quality Data Form

System Name:ON ‘77.]5 }2‘ VEL. GoLF kl/ ID #41:475/?}?7 WTP-:  Month/Year: 2‘023 B

[ MinmumCh | contact | .. _ | | | o . . [ [ PeakHo
A e R R el e =
[ppm or mg/L] | [minutes] CXT [°C] Use tables Yes / No [GPM] ﬁ
1% e |ag 13481 W (25| 29 | T | 202
21%] ¢ s |38 | L |25 23 Wes | 30 7
3198 b 58 | 346 | J& ). | 2c Yes | a0
419 .4 s¢ |3yB8 | 14 25| 29 &S | 30
5178l .6 56 (M2 | L |25 | 29 Yes | 3o
6/ L& 58 | 48 | il |25 | 29 Yes 30
719 L s& | 398 | 1& |25 | 29 fes | 30
5/ 9 L [5% 1398 |25] 29 | s | 30
9/ ﬂj b 5% | 345 | £ | 7.5 | 29 o5 30
10/2&‘ A 58 342 | )& |25 | 29 Yes 30
111 6 58 1348 116 (25 | 29 Yes 30
1219 .4 S8 1348 | I |75 | 27 Hes 30
13/94 ¢ 58 | 348 | 1L 125 | 29 Yes | 30
1419 L 58 1348 | I 125 | 29 e 30
15080 ¢ 58 |sve | 1K |75 29 Yes 30
6/9 £ 58 (348 | ) 75" 1 29 ‘Tes 3D
17iq0 & 568 348 | & (25| 27 Ygs | 30
18/9) & 58 348 | 16 |75 | 29 s 30
1994 6 58 | 398 | K 25| 29 Tes | 30
20/ ] 6 58 348 | [t |25 | 29 ez | 30
2190 L 58 |48 |l |25 | 29 | Yes | 30
204 € S8 |34 |16 |73 | 27 fe5 | 30
= 2 A 58 | 348 |16 (25| 29 D5 | 20
241 L s8 |3yg | 1L |75 | 2y Yes | 29
25/%] ¢ 58 1348 | b |25 | 2] Yes | 30
6] ¢ 58 lsus | 1 75| 29 Yes 30
2019 ¢ cg 1348 |6 (2.5 29 s 30
2890 € c8 348 | £, |79 | 29 es | 30
2000 & 58 |48 | j6 |25 ] 27 Yt 20
0/l & 58 1348 16 (25| 2 Yez | 30
A s | 348 | |6 (25 29 | Yes 30

If Clzat entry point < 0.2 mg/l, OR CT not met, notify DWS within 24 hours. Revised October 2013
Download form at: public.health.oregon.gov/HealthyEnvironments/Drinking\Water/Monitoring/Documents/turb-cartridge. pdf
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